Abstract: Electrical winding faults, namely stator short-circuits and rotor bar damage, in total constitute around 50% of all faults of induction motors (IMs) applied in variable speed drives (VSD). In particular, the short circuits of stator windings are recognized as one of the most difficult failures to detect because their detection makes sense only at the initial stage of the damage. Well-known symptoms of stator and rotor winding failures can be visible in the stator current spectra; however, the detection and classification of motor windings faults usually require the knowledge of human experts. Nowadays, artificial intelligence methods are also used in fault recognition. This paper presents the results of experimental research on the application of the stator current symptoms of the converter-fed induction motor drive to electrical fault detection and classification using Kohonen neural networks. The experimental tests of a diagnostic setup based on a virtual measurement and data pre-processing system, designed in LabView, are described. It has been shown that the developed neural detectors and classifiers based on self-organizing Kohonen maps, trained with the instantaneous symmetrical components of the stator current spectra (ISCA), enable automatic distinguishing between the stator and rotor winding faults for supplying various voltage frequencies and load torque values.
Introduction
Nowadays variable speed drives (VSD) with induction motors (IM) are widely used in many industrial processes and plants. During the operation of IM-VSD, different types of damage occur in the electrical circuits of the stator and rotor, in the mechanical system of the motor and the loading machine, in coupling elements as well as in the power converters, control systems and measuring sensors [1] . Statistical surveys of electrical machine failures were conducted in previous years by various independent centres and the published results were slightly different from one another [2] [3] [4] [5] [6] . The quantitative share of individual types of damage of induction motors is reported as follows:
• bearings-~40%, • stator faults-~38%, • rotor faults-~10%, • others-~12%.
The pulse frequencies of pulse width modulation (PWM) converters suppling modern VSDs were increased to 20 kHz due to the rapid progress in the switching devices. A very short rise time of each Only motors with single fault types were tested. In [33] KN was used for multiple faults classification in IM, namely for bearings failures and supply asymmetry recognition, based on the stator current and vibration spectra. It was found there that KN is able to classify different types of faults (electrical and mechanical).
However, according to the best knowledge of the authors, the Kohonen self-organizing networks were not applied to the detection of incipient stator faults as well as for the multiple electrical faults classification of the induction motor windings, namely stator short-circuit turns and rotor bar faults simultaneously. Therefore, the authors are convinced that their work could be considered a novelty, which proves that simple SOMs can be effective in the early detection and classification of incipient electrical faults in IM drives, regardless of whether they occur independently or simultaneously.
Moreover, in our work we have used an analysis of instantaneous symmetrical components, which is a rarely used method in IM fault diagnostics. In particular, this method has not yet been used in the diagnosis of rotor failures, neither was it applied to in the detection of stator and rotor windings simultaneously. In addition, the work presents a ready diagnostic system that allows us to accurately classify electrical faults symptoms of IM and determine fault levels.
In this paper the results of experimental research on the application of stator current symptoms of the converter-fed induction motor drive to the electrical fault detection and classification using Kohonen neural networks are demonstrated. The experimental tests of a diagnostic setup based on a virtual measurement and data pre-processing system, designed in LabView, are described. It has been shown that the developed neural detectors and classifiers based on self-organizing Kohonen maps, trained with the instantaneous symmetrical components of the stator current spectra (SCA), enable the automatic distinguishing between the stator and rotor winding faults for various supplying voltage frequencies and load torque values.
The paper consists of six sections. After the introduction with a brief overview of the technical literature dedicated to fault detection of IM stator and rotor windings, the method of instantaneous symmetrical components analysis (ISCA) is presented in Section 2, as it was used in this research work for the analysis of the electrical winding damage of the induction motor drive. In the next section the main idea and features of the Kohonen self-organizing network are presented. The main part of this article is Sections 4 and 5. In Section 4 the experimental setup, the data acquisition system and the measured signals pre-processing methodology aimed at fault symptoms detection is described. In Section 5 the experimental results obtained for the developed neural detectors and classifiers based on SMSs are given, together with a discussion of the neural detectors' efficiency. The paper is concluded with a short summary.
Symmetrical Component Analysis of Electrical Winding Faults
The imbalance in three-phase systems, under steady state condition, can be evaluated using the well-known method of symmetrical components analysis (SCA). In the case of the monitoring and diagnostics of different asymmetries in induction motors, the three-phase stator currents are transformed into a symmetrical component coordinate system, according to the following complex Fortescue's transformation:
In the next step of the ISCA algorithm, the FFT analysis of the calculated instantaneous symmetrical components can be performed, and then on the basis of the spectrum, the fault symptoms may be sought [25] .
It is known that the FFT has limitations because it assumes the stationarity of the analysed signals, i.e., that the harmonic components they contain occur all the time and are unchangeable over time. However, in the case of electric faults, analysed in steady-state motor operation, with adequate recording time and high resolution, the assumption of stationarity does lead to major errors in the separation of frequencies (symptoms) characteristic of these failures. The elimination of the basic FFT defect, i.e., the loss of information about the time of the occurrence of individual fault harmonics, is possible through the use of time-frequency analyses, e.g., STFT or WT. In the case of monitoring drives with high dynamics, in conditions of rapid changes of velocity or load moments, the variability of signal states containing components with variable time amplitudes, it becomes necessary to use more complex signal analysis methods. This, however, is associated with an increase in the complexity of calculations and an increase in the time of receiving diagnostic information. Therefore, in most industrial drives, the FFT analysis is a sufficiently accurate tool to obtain diagnostic information and is the most commonly used method of fault diagnosis in electrical machines.
Thus the procedure used in this research for the calculation of the stator and rotor fault symptoms using instantaneous symmetrical components and FFT analysis is presented in Figure 1 .
It is known that the FFT has limitations because it assumes the stationarity of the analysed signals, i.e. that the harmonic components they contain occur all the time and are unchangeable over time. However, in the case of electric faults, analysed in steady-state motor operation, with adequate recording time and high resolution, the assumption of stationarity does lead to major errors in the separation of frequencies (symptoms) characteristic of these failures. The elimination of the basic FFT defect, i.e., the loss of information about the time of the occurrence of individual fault harmonics, is possible through the use of time-frequency analyses, e.g., STFT or WT. In the case of monitoring drives with high dynamics, in conditions of rapid changes of velocity or load moments, the variability of signal states containing components with variable time amplitudes, it becomes necessary to use more complex signal analysis methods. This, however, is associated with an increase in the complexity of calculations and an increase in the time of receiving diagnostic information. Therefore, in most industrial drives, the FFT analysis is a sufficiently accurate tool to obtain diagnostic information and is the most commonly used method of fault diagnosis in electrical machines.
Thus the procedure used in this research for the calculation of the stator and rotor fault symptoms using instantaneous symmetrical components and FFT analysis is presented in Figure 1 . To fulfil the stationarity requirement of the tested signals, the appropriate conditions of the data recording should be met. In the case of a rotor bar failure analysis (whose symptoms depend on motor slip frequency), the data were recorded within 5 s, thus ensuring the spectral resolution at the level of df = 0.2 Hz, which already allows the extraction of appropriate harmonic components with high accuracy. For a damage to the stator winding, the case is simpler because then the change in the amplitude value of supply frequency fs is analysed, thus the data recording time can be at the level of 1 s (or even less).
The instantaneous symmetrical components of the positive and negative sequence of the stator current are used in the further part of this work to evaluate the condition of IM winding with the application of the Kohonen self-organizing maps.
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Design of the Neural Fault Classifier Based on the Kohonen Network
General Remarks
Monitoring the technical condition of the drive system involves continuous observation, collection and processing of numerous features of diagnostic signals related to the operation of a given system. The interpretation of the analysis results of these diagnostic signals is a complex process and requires a lot of knowledge about the structure and physical phenomena occurring in the drive. The lack of general methods used to formally record the expert's diagnostic knowledge makes it very difficult to automate the process of diagnostic inference. Increasingly frequently, artificial intelligence methods using artificial neural networks, fuzzy logic and fuzzy neural networks are used for this purpose [33] [34] [35] . In diagnostics systems, especially neural networks of different types can be successfully used for the detection and classification of motor drive failures as well as for making decisions about emergency states. The most popular ones are Multi-Layer Perceptron (MLP) networks [33] [34] [35] [36] ; however, they are not effective in the classification of different failure types, especially when multiple instances of damage occur. In such cases self-organizing networks can give much better results [33, [37] [38] [39] , therefore they are used in this paper.
Self-Organizing Kohonen Network
The self-organizing neural network was originally proposed by Kohonen and belongs to the competitive type of networks [44] . A competitive neural network has only two layers: the input layer, and the output-competitive (Kohonen) layer. The input layer neurons are fully connected to each neuron of the competition layer ( Figure 2 ). In this way, the input layer, via a set of connections, sends a complete input pattern to each neuron in the competition layer. Neurons in the Kohonen layer compete with each other to obtain the strongest response, in line with the traditional dependence:
where: w ij -weighting factor between ith neuron of input layer and jth neuron of the Kohonen layer, x ij -input signal (component of input vector) of the network.
system. The interpretation of the analysis results of these diagnostic signals is a complex process and requires a lot of knowledge about the structure and physical phenomena occurring in the drive. The lack of general methods used to formally record the expert's diagnostic knowledge makes it very difficult to automate the process of diagnostic inference. Increasingly frequently, artificial intelligence methods using artificial neural networks, fuzzy logic and fuzzy neural networks are used for this purpose [33] [34] [35] . In diagnostics systems, especially neural networks of different types can be successfully used for the detection and classification of motor drive failures as well as for making decisions about emergency states. The most popular ones are Multi-Layer Perceptron (MLP) networks [33] [34] [35] [36] ; however, they are not effective in the classification of different failure types, especially when multiple instances of damage occur. In such cases self-organizing networks can give much better results [33, [37] [38] [39] , therefore they are used in this paper.
where: wij-weighting factor between ith neuron of input layer and jth neuron of the Kohonen layer, xij-input signal (component of input vector) of the network. A single neuron, being the winner in this competition, generates +1 at the exit. Other neurons do not generate any signal. In vector notation, the total excitation for each Kohonen layer's neuron is a scalar product between the input vector and the weight vector. Therefore, the winning neuron is one of those that have the highest value of this product, so the angle between the input vector and the weight vector is the smallest.
Two types of learning with competition are used to teach self-organizing networks. The first one is the WTA algorithm (Winner Takes All) and boils down to teaching (weight change) only the winning neuron. Its modification is the WTM (Winner Takes Most) method, in which neurons belonging to the neighbourhood of the winner are also subjected to learning, but in a degree dependent on the distance from it. The further away, the change in weights is smaller. Thanks to the fact that the neurons are in the vicinity of various winners during learning, their weights are changed in such a way that they become somewhat similar to each of their winning neighbours. Such a network, in which neighbouring neurons are also taught, is called a Self-Organizing Map (SOM). A single neuron, being the winner in this competition, generates +1 at the exit. Other neurons do not generate any signal. In vector notation, the total excitation for each Kohonen layer's neuron is a scalar product between the input vector and the weight vector. Therefore, the winning neuron is one of those that have the highest value of this product, so the angle between the input vector and the weight vector is the smallest.
Two types of learning with competition are used to teach self-organizing networks. The first one is the WTA algorithm (Winner Takes All) and boils down to teaching (weight change) only the winning neuron. Its modification is the WTM (Winner Takes Most) method, in which neurons belonging to the neighbourhood of the winner are also subjected to learning, but in a degree dependent on the distance from it. The further away, the change in weights is smaller. Thanks to the fact that the neurons are in the vicinity of various winners during learning, their weights are changed in such a way that they become somewhat similar to each of their winning neighbours. Such a network, in which neighbouring neurons are also taught, is called a Self-Organizing Map (SOM).
In the case of the WTA method, the weight w ij between the ith neuron of the input layer and jth neuron of the Kohonen layer, being the winner in a given iteration, is modified according to the following rule:
where: η-is the learning coefficient in the range (0; 1). In the learning process, both the input vector and the vector of the weights should be normalized [37] , usually to a unit of length, using the standard Euclidean standardization technique of dividing each vector element by the length of this vector. After completing the learning process, the found weight factors cause the learned element in the output layer to be responsible for a group of patterns similar to each other (cluster). It should be emphasized that the teaching of the Kohonen network proceeds in an unsupervised manner, i.e., only entry patterns are necessary for learning.
WTM learning is used in SOM networks, as it allows us to construct the models of input patterns used in the training process. If a part of the learning patterns has a particular characteristic, the weight vectors automatically assign themselves in such a way as to determine the relative similarities or differences. In a trained SOM network, patterns with similar characteristics will have winning neurons that are either the same or adhere to each other. This allows us to obtain a self-organizing topological map.
In order to find the neurons closest to the winner, a similarity function should be defined that uses the distance between the weight vector w i of the examined neuron and the input vector x, and on this basis the neuron for which this distance is the smallest is selected:
The most frequently used measure is the Euclidean distance:
From the point of view of the neuron network learning process, the neighbourhood of the winning neuron is also important. At the beginning of learning, the neighbourhood includes a very large radius. Then it is gradually reduced until it covers only the winning neuron. This fact is taken into account in the formula for changing the weights in Equation (8), written now in matrix form:
where:
The simplest neighbourhood function proposed by Kohonen is the rectangular neighbourhood function, defined as follows:
or the Gauss function:
where: R-neighbourhood radius, d-distance between the input vector x and the weight vector w of the neuron. During the learning process, both the neighbourhood and the learning rate are reduced, usually exponentially.
In the basic algorithm of the self-organizing network, both the number of neurons and the network topology are determined from the beginning and do not change in the network learning process. On the other hand, the size of the neighbourhood decreases so that in the final stage the neighbourhood is of zero order and consists only of the considered neuron. Network learning is an iterative process associated with samples k = 1, 2, . . . The self-learning algorithms of neural networks lead to the sensible adaptation of weights during a self-organization process. Networks taught in this mode will react not only to the values of input signals, but also to the probability of their appearance. Learning will therefore require redundant input data. Rarely occurring input vectors will have less impact on the training process than vectors that appear frequently.
The self-organizing Kohonen map has found many applications in practice. The basic function it performs is to map the topology of input data through a much smaller number of neuron weights that make up the network. Hence, it has found direct application in data compression and diagnostics and is also used in this work for fault classification of IM windings.
Analysis of the Diagnostic Signals-Experimental Results
Short Description of the Experimental Setup
Experimental tests were conducted on a specially designed setup with the induction motor of special construction, which allowed for physical modelling of inter-turn short-circuits in each of three phases of the motor and exchanging of rotors with different rotor bar failures. The squirrel cage induction motor of 1.5 kW was fed from an industrial frequency converter (with 10 kHz modulation frequency), in the frequency range f s = 20 ÷ 50 Hz, operating in an open-loop system under scalar control u s /f s = const. The rated data of the motor are presented in Table 1 .
The load torque of the tested motor was changed from zero value to nominal load. The measurement data acquisition and analysis of phase currents as well as phase-to-phase stator voltages were conducted using an industrial computer NI PXI 8186 (National Instruments, Austin, TX, USA) equipped with DAQ NI PXI-4472 measurement card with very high resolution. Stator and rotor winding damage monitoring was carried out using a computer measurement and diagnostic system based on virtual tools developed in the LabVIEW environment. To reflect the real nature of the stator winding damage, the current in the shorted turn was not limited with additional resistance. A schematic diagram and the real drive system are presented in Figure 3 , while in Figure 4 the details of the fault modelling in stator and rotor windings are shown.
The tests were carried out for various types of stator or rotor winding damage as well as mixed defects. During the tests, special attention was focused on the changing operating conditions of the machine, in order to ensure high efficiency of fault detection regardless of the load torque and reference speed of the drive system. The tests were carried out for various types of stator or rotor winding damage as well as mixed defects. During the tests, special attention was focused on the changing operating conditions of the machine, in order to ensure high efficiency of fault detection regardless of the load torque and reference speed of the drive system.
The conducted research was limited to examining the impact of the following electrical faults of the driving motor:
• 0 ÷ 5 shorted turns of one stator phase that constituted 1.6% of stator turns in phase A, • 0 ÷ 2 damaged rotor cage bars that constituted 7.7% of rotor bars.
The stator winding has been specially prepared so that you can make a short circuit of the proper number of turns in each phase of the stator. A corresponding group of coils was led out to the terminal board, and the short-circuit was physically modelled through a metallic connection. The research presents the impact of a fault in a single phase of the motor winding (Figure 4a ).
Rotor damage, in the form of broken bars, was modelled by preparing rotors with pre-drilled windings. In addition, the resulting holes were sealed to reduce the impact of the rotor imbalance (Figure 4b ).
On the basis of the conducted tests, the symptoms of rotor and stator defects of the induction motor were selected in order to start the process of Kohonen networks' learning. The self-organizing maps were implemented in the LabVIEW environment of National Instruments using Matlab software [45] . The conducted research was limited to examining the impact of the following electrical faults of the driving motor:
Results of Stator and Rotor Fault Extraction
On the basis of the conducted tests, the symptoms of rotor and stator defects of the induction motor were selected in order to start the process of Kohonen networks' learning. The self-organizing maps were implemented in the LabVIEW environment of National Instruments using Matlab software [45] .
The characteristic frequency components, that characterize faults in the stator winding (ITSCs) are known as [14] :
where: f s -power supply frequency [Hz], s-slip, p p -number of pole pairs, k = 1, 2, 3, . . . , m = 1, 3, 5, . . . On other hand faults in the rotor windings (broken bars) in the well-known Motor Current Signature Analysis (MSCA) are described as follows [7, 29] :
where: k = 1, 2, 3, . . . (usually in practice k = 1). Also other spectral components should be examined under rotor winding faults, according to [7, 29] :
These characteristic frequency components for electrical faults could be also searched for in the stator current symmetrical components.
The first part of the research concerned obtaining information on the technical condition of the motor windings and isolating from the spectrum analysis those frequencies that change under the influence of the winding failures, and thus may be symptoms of a given stator or rotor fault. For this purpose, a series of tests and spectral analyses of the instantaneous symmetrical components i 1 and i 2 of the stator current signals obtained after the FFT were performed for various degrees of damage to the stator winding and rotor bars in accordance with the procedure shown in Figure 1 . Sample spectra of the instantaneous symmetrical components are shown in Figures 5 and 6 .
Also other spectral components should be examined under rotor winding faults, according to [7, 29] :
The first part of the research concerned obtaining information on the technical condition of the motor windings and isolating from the spectrum analysis those frequencies that change under the influence of the winding failures, and thus may be symptoms of a given stator or rotor fault. For this purpose, a series of tests and spectral analyses of the instantaneous symmetrical components i1 and i2 of the stator current signals obtained after the FFT were performed for various degrees of damage to the stator winding and rotor bars in accordance with the procedure shown in Figure 1 . Sample spectra of the instantaneous symmetrical components are shown in Figures 5 and 6 . Figure 5 shows the harmonic spectra of the positive-sequence component i 1 for a motor loaded with rated torque T L = T LN , under supply voltage with frequency f s = 50 Hz and various defects of the motor windings.
In the case of stator winding short-circuits (Figure 5a ), only a slight increase in component f s of the positive-sequence symmetrical component i 1 can be seen as a result of the increasing stator winding degradation. However, these changes are too small to be taken into account when diagnosing the stator winding. In addition, the value of the amplitude of component f s strongly depends on the changes of the load torque. The influence of the ITSCs of the stator winding is also visible for the 3f s frequency but only when the damage is relatively high (as e.g., N sh = 5). This shows practically no changes in spectrum i 1 due to the stator winding incipient faults. Thus positive-sequence component i 1 does not carry important information for the case of stator winding fault or changes in the initial phase of the failure (for N sh = 1, 2) are negligible.
In the case of broken rotor bars (Figure 5b ), the so-called slip frequencies around the fundamental frequency f s appear, which are characteristic of this type of damage (see Equation (15)). Although they can also be extracted for the undamaged motor, the amplitude level of these components is very small comparing to a faulted rotor case and can be negligible, indicating a non-ideal casting of the rotor cage. However, along with the increase in the degree of damage, the amplitude values of these slip frequencies increase rapidly (for one broken rotor bar it is 10 times more than in the case of an undamaged rotor). On the contrary, the components calculated in accordance with Equation (16) are too low to be extracted directly from the spectrum shown. In the case of broken rotor bars (Figure 5b ), the so-called slip frequencies around the fundamental frequency fs appear, which are characteristic of this type of damage (see Equation (15)).
Although they can also be extracted for the undamaged motor, the amplitude level of these components is very small comparing to a faulted rotor case and can be negligible, indicating a non-ideal casting of the rotor cage. However, along with the increase in the degree of damage, the amplitude values of these slip frequencies increase rapidly (for one broken rotor bar it is 10 times more than in the case of an undamaged rotor). On the contrary, the components calculated in accordance with Equation (16) are too low to be extracted directly from the spectrum shown. Summarizing, the FFT analysis of the instantaneous positive-sequence symmetrical component i1, in particular the changes in the slip frequency amplitudes calculated according to Equation (15) for k = 1: fs − 2sfs and fs + 2sfs, can be used to diagnose the rotor windings of the squirrel cage motor.
However, it should be noted that they are in close proximity to the fundamental frequency component and for low motor loads will be difficult to isolate. Summarizing, the FFT analysis of the instantaneous positive-sequence symmetrical component i 1 , in particular the changes in the slip frequency amplitudes calculated according to Equation (15) for k = 1: f s − 2sf s and f s + 2sf s , can be used to diagnose the rotor windings of the squirrel cage motor. However, it should be noted that they are in close proximity to the fundamental frequency component and for low motor loads will be difficult to isolate. Figure 6 shows the FFT analysis of instantaneous negative-sequence symmetrical component i 2 for the motor loaded with rated torque T L = T LN , the frequency of the supply voltage f s = 50 Hz and various defects of the motor windings. For the stator winding faults (Figure 6a ), significant changes are especially visible in the magnitude changes of the fundamental frequency harmonics f s . With the increase in stator damage, the amplitude value of this harmonics increases strongly (almost 3-fold for N sh = 5 compared to the healthy motor). As can be seen in Figure 6b , the failure of the rotor results in significant changes of the magnitudes calculated according to Equation (16) for k/p b = 5: 5f s − 2sf s and 5f s − 4sf s harmonics. In addition, the amplitude of the 5f s harmonic is a multiple of the fundamental frequency harmonics f s , which allows for the easy separation of slip components 2sf s and 4sf s around it, even at low motor loads.
It can therefore be concluded that the changes in the characteristic amplitudes of the harmonics specific for the stator and rotor winding faults, contained in the instantaneous negative-sequence symmetrical component i 2 of the stator current, should be taken into account in the diagnostics of the electrical failures of the squirrel-cage motor. In addition, the considered damage causes changes in well-separated harmonics, thanks to which it is possible to conduct parallel diagnostics of the stator and rotor winding faults.
In Figure 7a detailed analysis of changes in characteristic frequency amplitudes for various degrees of damage to the stator winding (Figure 7a ) and the rotor cage (Figure 7b ,c) at different load torque and frequency changes of the supply voltage are presented.
The obtained experimental results show the impact of the motor load torque and the frequency of the supply voltage on the process of fault symptoms extracting and fault diagnostics using symmetrical component i 2 . It can be observed that the selected magnitudes of characteristic frequencies practically do not react to changes in the load torque. The influence of frequency changes in the supply voltage is visible for the fundamental component f s (its decrease causes a reduction in the intensity of changes under fault conditions, Figure 7a) ; however, it is still possible to detect the initial phase of failure even for relatively low supplying frequency f s = 20Hz. In the case of damage to the rotor bars, the impact of the supplying frequency is very small.
The results of the above analysis of the stator current signal made it possible to prepare datasets for Kohonen network training that were then used to detect and classify failures of the stator and rotor windings. fundamental frequency harmonics fs, which allows for the easy separation of slip components 2sfs and 4sfs around it, even at low motor loads.
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Training Pattern Selection for Self-Organizing Kohonen Network
The learning process of Kohonen's self-organizing network was carried out based on the data from 104 measurements acquired on a real drive system. The training vector of the neural network 
Experimental Tests of SOM Classifiers of IM Winding Faults
Training Pattern Selection for Self-Organizing Kohonen Network
The learning process of Kohonen's self-organizing network was carried out based on the data from 104 measurements acquired on a real drive system. The training vector of the neural network contained amplitudes of the negative-sequence instantaneous symmetrical component i 2 of the stator current with frequencies f s , 5f s − 2sf s and 5f s − 4sf s . The diagram of the diagnostic procedure using ISCA and the Kohonen Network (KN) is shown in Figure 8 .
The KN training vector included the above mentioned magnitudes of the instantaneous negative-sequence symmetrical component of the motor current calculated for different values of the supply voltage frequency in the range of (20 ÷ 50) Hz. The network learning process for the classification of winding faults contained information on the amplitudes of the spectrum for no load (T L = 0), half of the nominal value (T L = 0.5T LN ) and the fully loaded motor (T L = T LN ). In the case of the classification of the rotor bar damage, the training data included measurements for load torque changes T L = 0.5T LN and T L = T LN .
The ability to distinguish clusters is strongly dependent on topology, the number of neurons and the proximity of the Kohonen network. In practical applications, the selection of these parameters is to ensure the correct operation of the network, as well as the legibility of the solution found. In the case of a large number of patterns, and many factors affecting the values of the elements of the network input vector, it is required to use a large number of neurons in the output layer (network diagram, presented in Figure 8b ). The number of neurons should allow for a clear identification of areas characteristic of particular categories. The network topology determines the type of connections between neurons. Analysing the impact of changes in the load torque, frequency of supply voltage and the number of analysed failure categories, in the conducted research it was decided to use a 20 × 20 and 10 × 10 network with a hexagonal topology.
The network learning process was carried out in accordance with the WTM method, with the Gaussian neighbourhood function. After the training process, a test data vector was given to the network input in order to evaluate the effectiveness of the classification. The test data vector contained data from 150 measurements for different values of load torque T L , the frequency of supply voltage f s , as well as for different numbers of faulted rotor bars N bb and stator short-circuits turns N sh of the induction motor. The summary of the self-organising network parameters used in this research is given in the Figure 8 . The KN training vector included the above mentioned magnitudes of the instantaneous negative-sequence symmetrical component of the motor current calculated for different values of the supply voltage frequency in the range of (20 ÷ 50) Hz. The network learning process for the classification of winding faults contained information on the amplitudes of the spectrum for no load (TL = 0), half of the nominal value (TL = 0.5TLN) and the fully loaded motor (TL = TLN). In the case of the classification of the rotor bar damage, the training data included measurements for load torque changes TL = 0.5TLN and TL = TLN.
The network learning process was carried out in accordance with the WTM method, with the Gaussian neighbourhood function. After the training process, a test data vector was given to the network input in order to evaluate the effectiveness of the classification. The test data vector After the training process, the learning vector was given to the input of neural network. The neural network response contained information about the number of the winning neurons for each sample presented. Neurons closest to a given sample form an area characteristic of this sample. As observed in Figure 9 , the reduced value of the Euclidean distance is noticeable for the winning neuron as well as neighbouring neurons (according to the WTM method, [45] ). The presentation of a large amount of training data belonging to the same fault category allows us to create zones of active neurons for a given category.
The Euclidean distance between neighbouring neurons as well as between the presented input vector and neurons is dependent on the course of the learning process. The effective selection of weights depends on the learning coefficient and the number of training epochs used in the learning process. As shown in Figure 10 , an inadequate choice of the learning factor prevents us from separating the map into zones characteristic of all analysed damage. As observed in Figure 10 , bands indicating a large distance between neighbouring neurons are noticeable. As noted in Figure 10a , Kohonen's map was divided into five areas constituting five separate fault categories. In the case of an incorrect value of learning factor (Figure 10b ), for the same number of training epochs, only one area was identified on the map. Number of Training Epochs 700 600
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Number of Faults Categories
Shorted turns: 5 Broken bars: 3
Neural Network Inputs I2 (fs) , I2 (5 s − 2fbb) , I2 (5fs − fbb)
Training Method WTM (Winner Takes Most)
Neural Network Structure 20 × 20 10 × 10
Number of Training Epochs 700 600
Neural Network Topology hexagonal
Neighbourhood Function Gaussian
Neighbourhood Radius 2
After the training process, the learning vector was given to the input of neural network. The neural network response contained information about the number of the winning neurons for each sample presented. Neurons closest to a given sample form an area characteristic of this sample. As observed in Figure 9 , the reduced value of the Euclidean distance is noticeable for the winning neuron as well as neighbouring neurons (according to the WTM method, [45] ). The presentation of a large amount of training data belonging to the same fault category allows us to create zones of active neurons for a given category. The Euclidean distance between neighbouring neurons as well as between the presented input vector and neurons is dependent on the course of the learning process. The effective selection of weights depends on the learning coefficient and the number of training epochs used in the learning process. As shown in Figure 10 , an inadequate choice of the learning factor prevents us from separating the map into zones characteristic of all analysed damage. As observed in Figure 10 , bands indicating a large distance between neighbouring neurons are noticeable. As noted in Figure 10a , Kohonen's map was divided into five areas constituting five separate fault categories. In the case of an incorrect value of learning factor (Figure 10b ), for the same number of training epochs, only one area was identified on the map. The number of training epochs also has a significant influence on data classification efficiency. As observed in Figure 11 , an adequate number of epochs provides a proper adaptation of the connections between the neurons. Figure 11a shows the areas characteristic of the discussed induction motor damage. The effect of an insufficient number of training epochs is shown in Figure  11b . In this case, the distances between the neurons are too small to determine the zones characteristic of each category. The number of training epochs also has a significant influence on data classification efficiency. As observed in Figure 11 , an adequate number of epochs provides a proper adaptation of the connections between the neurons. Figure 11a shows the areas characteristic of the discussed induction motor damage. The effect of an insufficient number of training epochs is shown in Figure 11b . In this case, the distances between the neurons are too small to determine the zones characteristic of each category.
The number of training epochs also has a significant influence on data classification efficiency. As observed in Figure 11 , an adequate number of epochs provides a proper adaptation of the connections between the neurons. Figure 11a shows the areas characteristic of the discussed induction motor damage. The effect of an insufficient number of training epochs is shown in Figure  11b . In this case, the distances between the neurons are too small to determine the zones characteristic of each category. Based on the analysis of the network response to the learning and test data vectors, the number of learning epochs was selected. In the case of a 20 × 20 network, the number of training epochs was 700, while for networks with a size of 10 × 10, 600 epochs. The results obtained for the bigger network were comparable with a 10 × 10 map, thus the results obtained with this less complicated map were shown in the next section. The response of the designed network to the given training vector allowed to highlight the Kohonen map zones characteristic of specific IM damage categories.
Results of Stator and Rotor Fault Classification
The experimental verification of the obtained networks was carried out for the classification of rotor and stator winding failures and for mixed damage. In addition, the effect of the no-load machine's operation on the fault classification process of the broken rotor bars was checked. On the Based on the analysis of the network response to the learning and test data vectors, the number of learning epochs was selected. In the case of a 20 × 20 network, the number of training epochs was 700, while for networks with a size of 10 × 10, 600 epochs. The results obtained for the bigger network were comparable with a 10 × 10 map, thus the results obtained with this less complicated map were shown in the next section. The response of the designed network to the given training vector allowed to highlight the Kohonen map zones characteristic of specific IM damage categories.
The experimental verification of the obtained networks was carried out for the classification of rotor and stator winding failures and for mixed damage. In addition, the effect of the no-load machine's operation on the fault classification process of the broken rotor bars was checked. On the basis of the network response to the training vector, map zones indicating the technical condition of the electric circuits of the tested motor were highlighted.
In the following figures the responses of the KN to test data not included in the learning process are demonstrated. The data were collated in a tabular form to show the impact of motor operating conditions on the failure classification efficiency.
In Figure 12a the classification of the rotor cage damage of the tested IM, for different load torques and supply frequencies, using 10 × 10 map is shown. The neuron numbers (1) (2) (3) (4) (5) (6) (7) (8) (9) (10) (11) (12) are used to read properly the test measurement parameters in the adjacent table (Figure 12b ). An example of proper reading the results presented in following figures is marked at Figure 12 . It can be seen that the designed SOM maintains a high level of the failure classification of the rotor bars in the case of changes in the machine's operating conditions. It should be mentioned that as a result of the increase in the load torque, the neurons located in the upper part of the Kohonen map are active. The changes in the frequency of the supply voltage do not affect the classification process of the rotor bar damage. Active neurons are located in areas characteristic of the rotor damage. The areas of the Kohonen map marked with a dotted line do not coincide with the zones characteristic of the stator faults (hatched areas in the Figure 12a ). The part of the map characteristic of the lack of motor damage was clearly distinguished. As observed in Figure 12b , some neurons were assigned to the same number despite the fact that they represent different state of machine operation. The overlapping of neurons is a result of similar changes in the signal for several incidents of damage belonging to the same category. A similar situation is observed in results of fault classification in the following figures. Figure 13 shows the NN responses in the case of short-circuits in the stator windings ( Figure  13a ) and simultaneous failure of the rotor and stator of the induction motor (Figure 13b) . The conditions for the measured test data for the map shown in Figure 13a are included in the table in Figure 14 . In the case of mixed damage, Figure 13b The responses of the Kohonen network to the testing patterns, shown in Figure 13a in the case of ITSC faults, provide information about both the type of damage and the degradation scale of the stator windings. Similarly as in the case of responses to the training data, smooth transitions between the zones characteristic of the stator winding faults are highlighted on the map. Due to the of ITSC faults, provide information about both the type of damage and the degradation scale of the stator windings. Similarly as in the case of responses to the training data, smooth transitions between the zones characteristic of the stator winding faults are highlighted on the map. Due to the increase in the load torque, the activity of neurons in the higher layers of the Kohonen map increases. The changes in the frequency of the supply voltage do not affect the effectiveness of the classification of the stator winding faults. The analysis of KN responses from Figures 12a and 13a allowed to find out that during the course of the learning process, two extreme failures were identified in the Kohonen network. The map areas for N sh = 5 and N bb = 2 were also identified from the characteristic zone for the healthy motor. This fact allowed to analyse the behaviour of the SOM in the event of simultaneous faults to the rotor and stator windings of the IM (Figure 13b ). As noted in Figure 13b , mixed failures increase the activity of neurons in a zone that does not belong to any of the previously discussed ones. By analysing the map and components of a mixed failures shown in Figure 13b , it was noted that the network response depends on the contribution of a single fault in a mixed defect. Short circuits of fewer than three shorted turns (N sh < 3) cause slight changes in the network input vector compared to the changes caused by the rotor damage. Due to the above, such mixed defects (N sh < 3 and N bb > 0) were classified as rotor failures by the network. Therefore, as a result of the increase in the number of short-circuit turns in the mixed faults, neurons located above the zone assigned to the separate stator failures were active.
The analysis of the received Kohonen maps allowed to assess the category and extent of damage. The map zones indicating the specific defects of the machine are clearly identified from the zone characteristic of the undamaged motor windings. This fact is an unquestionable advantage of using Kohonen self-organizing networks during the initial assessment of the motor's condition. The risk of error will then be minimized. Analysing the obtained maps, a gradual distancing of zones characteristic of the discussed winding defects was observed due to the increase in the damage degree. The zones characteristic of the different number of ITSCs are slightly overlapping, which may be related to small changes in the stator currents due to the short circuits in case of the fully loaded motor.
During the analysis of the SOM responses in the case of the damage of the rotor bars, stator inter-turn short-circuits as well as mixed damage, it was observed that for small values of the load torque, neurons located in the lower zones of the Kohonen map are stimulated. This fact gave the basis for testing the classification performance of the SOMs for unloaded drive (T L /T LN = 0). The results of these test are presented in Figure 14 . At this stage of research, the classification tests were made only for the rotor failures. This is related to the strong relationship between motor slip and the magnitude values of the diagnostic signals for this type of machine defect.
As noted in Figure 15a , due to the lack of load torque, a part of the map that does not belong to any of the damage categories discussed earlier is separated. The Kohonen network did not allow for the classification of damage in the case of an unloaded motor, however, it provided information about an untypical situation for the tested machine. It can be used in a diagnostic procedure as a kind of alarm signal indicating the motor state.
characteristic of the discussed winding defects was observed due to the increase in the damage degree. The zones characteristic of the different number of ITSCs are slightly overlapping, which may be related to small changes in the stator currents due to the short circuits in case of the fully loaded motor.
During the analysis of the SOM responses in the case of the damage of the rotor bars, stator inter-turn short-circuits as well as mixed damage, it was observed that for small values of the load torque, neurons located in the lower zones of the Kohonen map are stimulated. This fact gave the basis for testing the classification performance of the SOMs for unloaded drive (TL/TLN = 0). The results of these test are presented in Figure 14 . At this stage of research, the classification tests were made only for the rotor failures. This is related to the strong relationship between motor slip and the magnitude values of the diagnostic signals for this type of machine defect.
As noted in Figure 15a , due to the lack of load torque, a part of the map that does not belong to any of the damage categories discussed earlier is separated. The Kohonen network did not allow for the classification of damage in the case of an unloaded motor, however, it provided information about an untypical situation for the tested machine. It can be used in a diagnostic procedure as a kind of alarm signal indicating the motor state. Finally, the classification success rate was evaluated and summarized in Table 3 . The analysis of the effectiveness of the self-organizing neural network was divided into two categories. As the first category, the detection effectiveness of IM individual failures (damaged/undamaged) was assessed. As can be seen from Table 3 , the fault detection efficiency is on average 93% for a single fault type. The second category of KN efficiency was aimed at assessing its ability to classify a particular degree of damage. In the case of an unfaulty motor and for rotor faults the classification efficiency is similar to the fault detection accuracy (93-95%). In the case of stator faults, the classification is correct in 74% of cases. This fact is related to slight changes in diagnostic signals due to the increase of fault level. On the Kohonen map the areas characteristic of different numbers of shorted turns changed gradually (Figure 13a ). 
Conclusions
Summing up the research aimed at assessing the efficiency of the damage classification of electric circuits of an induction motor, it was found that the cooperation of SOM together with the ISCA of stator currents is an excellent diagnostic tool. The ISCA analysis makes it possible to identify symptoms of both rotor and stator damage in the spectrum of instantaneous negative-sequence component i 2 of the stator current, contrary to the direct analysis of the stator current spectra. The information contained in the analysed spectrum enabled a short and effective process of learning in the Kohonen network. Due to the simplicity of implementation, and most importantly, the relatively small number of training samples necessary to ensure high reliability of SOM, this solution can be quickly introduced into automated diagnostic systems. The tests presented in the paper confirm the effectiveness of the ISCA analysis of stator currents along with the Kohonen self-organizing network in the fault detection process of the converter-fed induction motor.
We would like to emphasize that our intention was to show the possibility of categorizing two different faults using one network (classification problem). We considered three cases: -separate faults of stator winding (incipient short-turns; 1-5 turns), -separate faults of rotor winding (incipient rotor bar brakes; 1-2 bars), -simultaneous occurrence of stator and rotor incipient faults.
And it was shown in the paper that the proposed SOM network with properly pre-processed stator current signals (using the ISCA method) fulfilled our requirements. We proved that even one or two shorted turns or one broken bar (very incipient IM faults) can be recognized by our system as a faulted motor case, and the decision to disable it can be made by the service (motor operation is stopped automatically).
Despite the low power of the tested motor and the relatively weak influence of the analysed incipient electrical faults to the magnitudes of the chosen harmonics of the instantaneous symmetrical components (negative-sequence magnitude), we proved that it is possible to classify and detect those winding failures at their initial stage and to design a ready-for-use diagnostic system using AI tools, which can help end users in proper monitoring and diagnostic procedures of industrial drives.
In our opinion the AI based automatic diagnostic systems can help the end user not only in on-line diagnostics but also in preventing the faults (by trend prediction). However, to design such systems, deep expert knowledge is necessary.
